ADDENDUM NUMBER 2

FOR

UPGRADE Mechanical & Electrical

F/20676
WRIGHT-PATTERSON AFB, OHIO

PROJECT NO: ZHTV 030046

1. The Contract is hereby amended in part as listed below.

2. Specification section 15015, Delete the word “Existing” from the title of this section.

3. Specification section 15015, Revise Par. 1.01 to read 


A.
Flush new piping and existing piping modified by welding.



Isolate all system components that would be damaged by flushing.



Isolate existing piping not modified.

B.
Flush piping twice with …

4. Drawing Sheet M 4.2, 23 of 33, add keynote number 3 to chilled water storage tank detail that reads as follows: 3 – CW tank basis of design is Coldwell Energy, Donald Shepherd, 502/964-6450.

5. Add the attached drawings MR-1 and MR-2 to the contact documents as new sheets.

6. Drawing Sheet M 3.2, 21 of 33, Add a new keynote number 7 that reads as follows: 7 - Keep the isolation valves, control valves, and all piping BCS items inside of the building.  Provide drain(s) at low point(s) outside of building.  Provide flanged connections with flexible connectors at the chillers.

7. Drawing Sheet M1.1, 14 of 33, Add text to drawing that indicates CHW pump #4 valve is 6”.

8. Drawing Sheet M 1.1, 14 of 33, Change keynote number 6 to read: 6 - Remove the abandoned branch stub lines (and valves) as indicated on the plans.  Provide welded patch in CW header.  This work can be done at either shut down.

9. Drawing Sheet M 1.1, 14 of 33, add the following text to note 7 : “)…The existing valves to be removed are flanged gate valves.  Contractor has option to replace with flanged spool piece or to remove flanges and provide welded pipe.”

10. Drawing Sheet M 1.1, 14 of 33, Omit the symbol for keynote number 7 located near CHW pump #6 from the drawing. 

11. Specification section 15010 part 3.12A, Change warranty period from 12 months to 24 months.

12. This Addendum Number  2 hereby forms and is made a part of the above named project drawings and specifications.

2 September 2004
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NOTES:

. COILS ARE TO BE PIPED COUNTERFLOW AS INDICATED. COLDEST ENTERING WATER
TEMPERATURE SHALL BE PIPED ON LEAVING AR SIDE OF COIL.

2. LOCATE 2-WAY VALVE, UNIONS, AND/OR FLANGES IN LOCATIONS THAT WILL
PERMIT REMOVAL OF COIL WITHOUT REMOVAL OF 2-WAY VALVE.

3. LOCATE PIPING TO AVOID INTERFERING WITH ADJACENT ACCESS PANELS, COILS,
AND AIR HANDLING UNIT APPURTENANCES.

. WHEN APPLICABLE UNITS WITH MULTIPLE COILS SHALL BE PIPED AS INDICATED BY
DOTTED LINES. CONSULT WITH AR HANDLING UNIT MANUFACTURER FOR NUMBER OF COILS.

AIR HANDLING UNIT CHILLED WATER COIL DETAIL

NOT TO SCALE WRIGHT-PATTERSON AR FORCE BASE
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NOTES:

. COILS ARE TO BE PIPED PARALLEL AS INDICATED. HOTTEST ENTERING WATER
TEMPERATURE SHALL BE PIPED ON ENTERING AIR SIDE OF COIL.

LOCATE 2-WAY VALVE, UNIONS, AND/OR FLANGES IN LOCATIONS THAT WILL
WILL PERMIT REMOVAL OF COIL WITHOUT REMOVAL OF 2-WAY VALVE.

LOCATE PIPING TO AVOID INTERFERING WITH ADJACENT ACCESS PANELS, COILS,
AND AIR HANDLING UNIT APPURTENANCES.

. UNITS WITH MULTIPLE COILS SHALL BE PIPED AS INDICATED BY DOTTED LINES.
CONSULT WITH AIR HANDLING UNIT MANUFACTURER FOR NUMBER OF COILS.

AIR HANDLING UNIT HOT WATER COIL DETAIL

NOT TO SCALE WRIGHT-PATTERSON AR FORCE BASE
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